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BUILDING SECTION

DETAIL/ SECTION
NUMBER

SHEET NUMBER

BUILDING ELEVATION

ELEVATION NUMBER

SHEET NUMBER

NEW
STRUCTURAL GRID

GRID REFERENCE

GRID LINE

A06013

2

1

4

SIMILAR INDICATION
1

A0401

SIM

R

ROOM NAME
AND NUMBER 1125

ROOM NAME

ROOM NUMBER

WAITING

WRC01

156 SF

ROOM CODE

NET AREA SF

NORTH ARROW

FLOOR DRAIN

1 HR FIRE RATED FIRE-BARRIER

ELECT. DUPLEX

ELECT. DUPLEX, G.F.I.

ELECT. QUADRUPLEX

PHONE/DATA OUTLET

SHIELDED PARTITION

2 HR FIRE RATED FIRE-BARRIER

CR CARD READER

TYPICAL ROOM LAYOUT OF PLAN

SPECIAL PURPOSE RECEPTACLE

ADJ ADJACENT
AFF     ABOVE FINISHED FLOOR
OAHU     AIR HANDLING UNIT
ARCH     ARCHITECT(URAL)
AT ACOUSTICAL CEILING TILE
AT (SP) ACOUSTICAL CEILING TILE (WITH SPRAYED PLASTIC FINISH)
AWP ACOUSTICAL WALL PANEL

BLDG BUILDING
BLKG BLOCKING

CMU CONC MASONRY UNIT
COL COLUMN
C CONCRETE (SCHEDULE E)
CONC CONCRETE
CONF CONFERENCE
CONT CONTINUOUS
CORR CORRIDOR
CPT CARPET TILE
CR CARD READER
CT CERAMIC TILE

DEPT DEPARTMENT
DIA DIAMETER
DIM DIMENSION
DN DOWN

EA EACH
ELEC ELECTRIC(AL)
EL ELEVATION
ELEC ELECTRICAL
ELEV ELEVATOR
EMER EMERGENCY
EQ EQUAL
EQUIP EQUIPMENT

FD FLOOR DRAIN
FEC FIRE EXTINGUISHER CABINET
FLR FLOOR
FTG FOOTING
FURN FURNISH(ED)(INGS)

GFRC GLASS FIBER REINF CONCRETE
GFRG GLASS FIBER REINF GYPSUM
GL GLASS
GWB GYPSUM WALL BOARD
GYP GYPSUM

HM HOLLOW METAL
HORIZ HORIZONTAL
HT HEIGHT

INST INSTALL(ED)
INT INTERIOR

JAN JANITOR
JT JOINT

LAB LABORATORY
LAV LAVATORY
LGT LENGTH

MATL    MATERIAL
MAX    MAXIMUM
MIN    MINIMUM
MISC    MISCELLANEOUS
MTL    METAL

NIC    NOT IN CONTRACT
NO    NUMBER
NOM    NOMINAL
NTS    NOT TO SCALE

OC    ON CENTER
OD    OUTSIDE DIAMETER
OFF OFFICE

PERF    PERFORATE(D)
PL    PLATE
P PAINT(ED)
PT   PORCELAIN TILE

QTY    QUANTITY

RAD RADIUS
RAF RESILIENT ATHLETIC FLOORING
RB RESILIENT BASE
RCP REFLECTED CLG PLAN
REF REFRIGERATOR
REQD REQUIRED
RF RUBBER FLOORING
RM ROOM
RSF RESILIENT SHEET FLOORING (CHEMICALLY WELDED SEAMS)

S    SOILD SURFACE
SC HIGH BUILD GLAZED COATING
SIM      SIMILAR
SOG     SLAB-ON-GRADE
SPEC     SPECIFY(ICATION)
SQ     SQUARE
SS     STAINLESS STEEL
ST     STONE
STC     SOUND TRANSMISSION CLASS
STD     STANDARD
STL     STEEL
STOR STORAGE
STRUCT   STRUCTURE(AL)
SUSP     SUSPENDED
SVT     SOLID VINYL FLOOR TILE (LUXURY VINYL TILE)

TBD     TO BE DETERMINED
TEMP     TEMPORARY
TER     TERRAZZO
THK     THICK(NESS)
TLT TOILET
TYP    TYPICAL
TT TERRAZZO TILE

UNO UNLESS NOTED OTHERWISE

VAC VACUUM
VEST VESTIBULE
VIF VERIFY IN FIELD

W     WALL COVERING (VINYL COATED FABRIC)
WD WOOD
WT     WEIGHT
WSF WELDED SEAM SHEET FLOORING (HEAT WELDED WITH ROD)
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GENERAL NOTES, SYMBOLS &
ABBREVIATIONS

G0001
SDM HRS

1

DRAWING INDEX
SHEET NUMBER SHEET NAME

G0000 COVER SHEET

G0001 GENERAL NOTES, SYMBOLS & ABBREVIATIONS

L0100 SITE PLAN

A0100 DEPARTMENT PLAN

A0101 LEVEL 01 FLOOR PLAN

A0201.1 ENLARGED FLOOR PLANS - LEVEL 01 - SECTOR A

A0201.2 ENLARGED FLOOR PLANS - LEVEL 01 - SECTOR B

A0201.3 ENLARGED FLOOR PLANS - LEVEL 01 - SECTOR C

A0201.4 ENLARGED FLOOR PLANS - LEVEL 01 - SECTOR D

A0201.5 ENLARGED FLOOR PLANS - LEVEL 01 - SECTOR E

A0201.6 ENLARGED FLOOR PLANS - LEVEL 01 - SECTOR F

A0301 BUILDING ELEVATIONS

A0331 BUILDING SECTIONS

A0401 EXTERIOR RENDERING

A0403 INTERIOR RENDERINGS

SHEET INDEXABBREVIATIONSREFERENCE SYMBOLS

PLAN SYMBOLS PROJECT DATA

BUILDING GROSS AREA: 48539 SF

OCCUPANCY: GROUP B (BUSINESS)

CONSTRUCTION TYPE: II A

1 STORY WITH ROOF MOUNTED MECHANICAL
EQUIPMENT

FULLY SPRINKLERED



MOBILE TECH PAD

ACCESSIBLE PARKING

FLUSH CURB W/ WHEEL
STOPS (ALL HANDICAP
PARKING AREAS)

FLUSH CURB

FLAGPOLE

25' SECURITY SETBACK/
LINE OF STAND-OFF
(TYP.)

WHITE ARROWS
INDICATE DELIVERY
TRUCK ROUTE

5' HIGH SCREEN
WALL

STAFF PARKING

WALLED
ENCLOSURE FOR
TRASH/ RECYCLING

OUTLINE OF CANOPY

SERVICE ENTRY

SITE ENTRY

RECEIVING/
SHIPPING DOCK

PATIENT/ VISITOR PARKING PATIENT/ VISITOR PARKING

DROP OFF

POTENTIAL
LOCATION FOR
MEMORIAL

CANOPY COLUMNS  (TYP.)

1 STORY
OUTPATIENT CLINIC

FACILITY

PERIMETER FENCE

SIDE & REAR
PARKING SETBACK

SERVICE ENTRY
SWING GATES

CONC. STOOP
@ EXIT DOOR

STAFF ENTRY

DOCK BUMPERS
& LEVELER

CANOPY

ACCESS TO MOBILE
TECH PAD

PUBLIC ROAD

FRONT PARKING SETBACK
(VERIFY/ COMPLY W/ LOCAL
CODES)

ENTRY WALLS W/ INTEGRAL
MONUMENT SIGN

ENTRY/ EXIT
SWING GATES

MAIN ENTRY

LIGHT BOLLARDS @ 4'-0"
CLEAR

COORD. EMERGENCY ACCESS TO REAR OF BUILDING
W/ A.H.W.

UTILITY
EQUIPMENT AREA

PROPERTY LINE

PROPERTY SETBACK LINE

LIFE-SAFETY PROTECTION
SETBACK LINE

PAVING

SIDEWALKS

CONCRETE PAVING

GROUND COVER PLANTING

DECIDUOUS TREE

ORNAMENTAL TREE

SHRUBS
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SITE PLAN

L0100
SDM HRS

2

GENERAL NOTES

SITE DEVELOPMENT SUMMARY

LOT SIZE: 7 AC.

PHYSICAL SECURITY: LIFE SAFETY PROTECTED

PARKING: 280 SPACES
  10 ACCESSIBLE SPACES

290 TOTAL SPACES

LEGEND

SCALE: 1" = 20'-0"
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DEPARTMENT PLAN

A0100
SDM JH

3

DEPARTMENT GROSS (sq. ft.)
DEPT AREA

PATHOLOGY & LAB 1018 SF

PHARMACY SERVICE 2413 SF

PHYSICAL MEDICINE & REHAB (270) 1420 SF

POLICE & SECURITY (279) 272 SF

PRIMARY CARE 9183 SF

RECEPTION 384 SF

SERVICE ORGANIZATIONS 256 SF

SPECIALTY CARE SPACE 2281 SF

SUPPLY PROCESS & DISTR (SPD) 2057 SF

SURGICAL SERVICE (286) 2852 SF

VOLUNTARY SERVICES 139 SF

DEPARTMENT GROSS (sq. ft.)
DEPT AREA

0 SF

BUILDING SERVICE 4801 SF

CANTEEN 788 SF

CIRCULATION 10139 SF

CLINICAL SUPPORT 1206 SF

EDUCATIONAL FACILITIES 702 SF

IMAGING/ RADIOLOGY 1776 SF

LOBBY (244) 9558 SF

MENTAL HEALTH CLINIC (260) 2446 SF

OPTOMOTRY 0 SF
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GENERAL NOTES

KEY NOTES

LEGEND

KEY PLAN

1 PASS THRU WINDOW.

2 PHARMACY DISPENSING COUNTER &
TRANSACTION WINDOW.

3 SYSTEMS FURNITURE.

4 CURTAIN & TRACK @ CEILING ABOVE, TYP

5 CEILING HUNG STAINLESS STEEL TOILET
PARTITION.

6

7

8

9

BUILT-IN CUSTOM CASEWORK.

10

BABY CHANGING STATION.

11

LINE OF CLERESTORY WINDOW ABOVE.

12

ALUMINUM STOREFONT, BUTT-GLAZED, CLEAR
GLAZING W/ FRIT PATTERN.

13

LOCKERS.

14

BARIATRIC TOILET.

15

FREE-FORM BENCH SEATING.

17

ACOUSTICAL FABRIC WRAPPED PANELS.

ACOUSTICAL WALL PANEL.

ALUMINUM STOREFRONT BUTT-GLAZED, CLEAR
GLAZING W/ CUSTOM DIGITAL GRAPHICS.

16 BORROW LIGHT.

SCALE: 1/4" = 1'-0"

ALUMINUM STOREFRONT TO MATCH EXTERIOR
CURTAINWALL SYSTEM.

PROVIDE PLUMBING ROUGH-IN FOR FUTURE
SINK INSTALLATION.
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GENERAL NOTES

KEY NOTES

LEGEND

KEY PLAN

SCALE: 1/4" = 1'-0"

1 PASS THRU WINDOW.

2 PHARMACY DISPENSING COUNTER &
TRANSACTION WINDOW.

3 SYSTEMS FURNITURE.

4 CURTAIN & TRACK @ CEILING ABOVE, TYP

5 CEILING HUNG STAINLESS STEEL TOILET
PARTITION.

6

7

8

9

BUILT-IN CUSTOM CASEWORK.

10

BABY CHANGING STATION.

11

LINE OF CLERESTORY WINDOW ABOVE.

12

ALUMINUM STOREFONT, BUTT-GLAZED, CLEAR
GLAZING W/ FRIT PATTERN.

13

LOCKERS.

14

BARIATRIC TOILET.

15

FREE-FORM BENCH SEATING.

17

ACOUSTICAL FABRIC WRAPPED PANELS.

ACOUSTICAL WALL PANEL.

ALUMINUM STOREFRONT BUTT-GLAZED, CLEAR
GLAZING W/ CUSTOM DIGITAL GRAPHICS.

16 BORROW LIGHT.

ALUMINUM STOREFRONT TO MATCH EXTERIOR
CURTAINWALL SYSTEM.

PROVIDE PLUMBING ROUGH-IN FOR FUTURE
SINK INSTALLATION.
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SCALE: 1/4" = 1'-0"

1 PASS THRU WINDOW.

2 PHARMACY DISPENSING COUNTER &
TRANSACTION WINDOW.

3 SYSTEMS FURNITURE.

4 CURTAIN & TRACK @ CEILING ABOVE.

5 CEILING HUNG STAINLESS STEEL TOILET
PARTITION.

6

7

8

9

BUILT-IN CUSTOM CASEWORK.

10

BABY CHANGING STATION.

11

LINE OF CLERESTORY WINDOW ABOVE.

12

ALUMINUM STOREFONT, BUTT-GLAZED, CLEAR
GLAZING W/ FRIT PATTERN.

13

LOCKERS.

14

BARIATRIC TOILET.

15

FREE-FORM BENCH SEATING.

17

ACOUSTICAL FABRIC WRAPPED PANELS.

ACOUSTICAL WALL PANEL.

ALUMINUM STOREFRONT BUTT-GLAZED, CLEAR
GLAZING W/ CUSTOM DIGITAL GRAPHICS.

16 BORROW LIGHT.

ALUMINUM STOREFRONT TO MATCH EXTERIOR
CURTAINWALL SYSTEM.

PROVIDE PLUMBING ROUGH-IN FOR FUTURE
SINK INSTALLATION.
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1. REFERENCE SCHEDULE "E" OF THE SFO PART II OF
THE SFO FOR ROOM FINISH AND DOOR INFORMATION.

2. COORDINATE ALL WALL & FLOOR OUTLETS AND
DATA/TELECOM PORTS WITH EQUIPMENT & FURNITURE
LOCATIONS.

3. ALL CONSTRUCTION MUST COMPLY WITH ALL LOCAL
BUILDING CODES.

4. PROVIDE WALL PROTECTION AS OUTLINES IN THE
SFO PART I OR PROVIDE WALL PROTECTION AS
REQUIRED.

5. PROVIDE FLOOR DRAINS IN ALL TOILET ROOMS.

6. PROVIDE FIRE EXTINGUISHER CABINETS AS
REQUIRED BY CODE.

7. COORDINATE ALL BUILDING ENTRIES WITH SITE
GRADE.

8. PROVIDE BACKING AND STRUCTURAL SUPPORT FOR
ALL CEILING MOUNTED EQUIPMENT, WALL MOUNTED
EQUIPMENT AND PASS-THROUGH BOXES.

9. PROVIDE LEAD-LINED OR RF SHIELDING IN
PARTITIONS, DOORS, AND BORROW LIGHTS IN ROOMS
WITH IMAGING EQUIPMENT PER MANUFACTURER'S
RECOMMENDATIONS AND SHIELDING PHYSICIST'S
REPORT.
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GENERAL NOTES

KEY NOTES

LEGEND

KEY PLAN

SCALE: 1/4" = 1'-0"

1 PASS THRU WINDOW.

2 PHARMACY DISPENSING COUNTER &
TRANSACTION WINDOW.

3 SYSTEMS FURNITURE.

4 CURTAIN & TRACK @ CEILING ABOVE, TYP

5 CEILING HUNG STAINLESS STEEL TOILET
PARTITION.

6

7

8

9

BUILT-IN CUSTOM CASEWORK.

10

BABY CHANGING STATION.

11

LINE OF CLERESTORY WINDOW ABOVE.

12

ALUMINUM STOREFONT, BUTT-GLAZED, CLEAR
GLAZING W/ FRIT PATTERN.

13

LOCKERS.

14

BARIATRIC TOILET.

15

FREE-FORM BENCH SEATING.

17

ACOUSTICAL FABRIC WRAPPED PANELS.

ACOUSTICAL WALL PANEL.

ALUMINUM STOREFRONT BUTT-GLAZED, CLEAR
GLAZING W/ CUSTOM DIGITAL GRAPHICS.

16 BORROW LIGHT.

ALUMINUM STOREFRONT TO MATCH EXTERIOR
CURTAINWALL SYSTEM.

PROVIDE PLUMBING ROUGH-IN FOR FUTURE SINK
INSTALLATION.
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8. PROVIDE BACKING AND STRUCTURAL SUPPORT FOR
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GENERAL NOTES

KEY NOTES

LEGEND

KEY PLAN

SCALE: 1/4" = 1'-0"

1 PASS THRU WINDOW.

2 PHARMACY DISPENSING COUNTER &
TRANSACTION WINDOW.

3 SYSTEMS FURNITURE.

4 CURTAIN & TRACK @ CEILING ABOVE, TYP

5 CEILING HUNG STAINLESS STEEL TOILET
PARTITION.

6

7

8

9

BUILT-IN CUSTOM CASEWORK.

10

BABY CHANGING STATION.

11

LINE OF CLERESTORY WINDOW ABOVE.

12

ALUMINUM STOREFONT, BUTT-GLAZED, CLEAR
GLAZING W/ FRIT PATTERN.

13

LOCKERS.

14

BARIATRIC TOILET.

15

FREE-FORM BENCH SEATING.

17

ACOUSTICAL FABRIC WRAPPED PANELS.

ACOUSTICAL WALL PANEL.

ALUMINUM STOREFRONT BUTT-GLAZED, CLEAR
GLAZING W/ CUSTOM DIGITAL GRAPHICS.

16 BORROW LIGHT.

ALUMINUM STOREFRONT TO MATCH EXTERIOR
CURTAINWALL SYSTEM.

PROVIDE PLUMBING ROUGH-IN FOR FUTURE
SINK INSTALLATION.

18
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GRADE.
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GENERAL NOTES

KEY NOTES

LEGEND

KEY PLAN

SCALE: 1/4" = 1'-0"

1 PASS THRU WINDOW.

2 PHARMACY DISPENSING COUNTER &
TRANSACTION WINDOW.

3 SYSTEMS FURNITURE.

4 CURTAIN & TRACK @ CEILING ABOVE TYP

5 CEILING HUNG STAINLESS STEEL TOILET
PARTITION.

6

7

8

9

BUILT-IN CUSTOM CASEWORK.

10

BABY CHANGING STATION.

11

LINE OF CLERESTORY WINDOW ABOVE.

12

ALUMINUM STOREFONT, BUTT-GLAZED, CLEAR
GLAZING W/ FRIT PATTERN.

13

LOCKERS.

14

BARIATRIC TOILET.

15

FREE-FORM BENCH SEATING.

17

ACOUSTICAL FABRIC WRAPPED PANELS.

ACOUSTICAL WALL PANEL.

ALUMINUM STOREFRONT BUTT-GLAZED, CLEAR
GLAZING W/ CUSTOM DIGITAL GRAPHICS.

16 BORROW LIGHT.

ALUMINUM STOREFRONT TO MATCH EXTERIOR
CURTAINWALL SYSTEM.

PROVIDE PLUMBING ROUGH-IN FOR FUTURE
SINK INSTALLATION.
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BUILDING ELEVATIONS

A0301
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REAR ELEVATION

SIDE ELEVATION

FRONT ELEVATION

SIDE ELEVATION

GENERAL NOTES

KEYED ELEVATIONS AND
SECTION NOTES

1. COORDINATE ALL BUILDING ENTRIES WITH SITE GRADE.

2. COORDINATE ALL WINDOW MULLIONS W/ FINALIZED WALL
LOCATIONS AT CENTERLINE OF WALL TO CENTERLINE OF
MULLION.

3. COORDINATE EXTERIOR MATERIALS TO MEET VA
EXTERIOR REQUIREMENTS. REFERENCE STANDARDS IN THE
SFO.

4. COORDINATE UTILITIES WITH MECHANICAL, PLUMBING, AND
ELECTRICAL ROOMS.

5. TO MEET THE DAYLIGHTING AND ENERGY GOALS FOR THE
PROJECT, EXTERIOR SUN CONTROL DEVICES MAY BE
REQUIRED AT WINDOW OPENINGS DEPENDING ON THE
ORIENTATION OF THE BUILDING. THE DESIGN OF THESE
DEVICES SHALL BE INTEGRATED WITH THE DESIGN OF THE
WINDOW SYSTEMS AND MEET ALL PHYSICAL SECURITY
DESIGN REQUIREMENTS.

1

2

3

4

5

6

7

8

9

10

11

ALUMINUM CURTAINWALL SYSTEM WITH CLEAR. LOW-
E INSULATED GLAZING UNITS. GLASS TO BE VERTICAL
CAPTURED MULLIONS & HORIZONTAL TO BE
STRUCTURAL GLAZED JOINTS (WHERE OCCURS)

ALUMINUM STOREFRONT SYSTEM WITH CLEAR, LOW-
E INSULATED GLAZING UNITS.

ALUMINUM STOREFRONT ENTRANCE DOORS WITH
CLEAR, LOW-E INSULATED GLAZING UNITS.

ALUMINUM STOREFRONT CLERESTORY WITH CLEAR
LOW-E INSULATED GLAZING UNITS.

4" THICK REGIONAL LIMESTONE OVER STL. STUD
BACKER WALL.

COMPOSITE ALUMINUM FASCIA/COPING.

PAINTED ROLL-UP OVERHEAD DOOR.

PAINTED INSULATED H.M. DOOR & FRAME.

PREFINISHED METAL COLUMN COVER.

LINEAR WOOD PANEL SOFFIT.

COMPOSITE ALUMINUM PANEL SYSTEM.

SCALE: 3/32" = 1'-0"
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BUILDING SECTIONS

A0331
SDM HRS

12

BUILDING SECTION 2

BUILDING SECTION 1

GENERAL NOTES

KEYED ELEVATIONS AND SECTION
NOTES

1. COORDINATE ALL BUILDING ENTRIES WITH SITE GRADE.

2. COORDINATE ALL WINDOW MULLIONS W/ FINALIZED WALL
LOCATIONS AT CENTERLINE OF WALL TO CENTERLINE OF
MULLION.

3. COORDINATE EXTERIOR MATERIALS TO MEET VA
EXTERIOR REQUIREMENTS. REFERENCE STANDARDS IN THE
SFO.

4. COORDINATE UTILITIES WITH MECHANICAL, PLUMBING, AND
ELECTRICAL ROOMS.

5. TO MEET THE DAYLIGHTING AND ENERGY GOALS FOR THE
PROJECT, EXTERIOR SUN CONTROL DEVICES MAY BE
REQUIRED AT WINDOW OPENINGS DEPENDING ON THE
ORIENTATION OF THE BUILDING. THE DESIGN OF THESE
DEVICES SHALL BE INTEGRATED WITH THE DESIGN OF THE
WINDOW SYSTEMS AND MEET ALL PHYSICAL SECURITY
DESIGN REQUIREMENTS.

1

2

3

4

5

6

7

8

9

10

11

ALUMINUM CURTAINWALL SYSTEM WITH CLEAR. LOW-
E INSULATED GLAZING UNITS. GLASS TO BE VERTICAL
CAPTURED MULLIONS & HORIZONTAL TO BE
STRUCTURAL GLAZED JOINTS (WHERE OCCURS)

ALUMINUM STOREFRONT SYSTEM WITH CLEAR, LOW-
E INSULATED GLAZING UNITS.

ALUMINUM STOREFRONT ENTRANCE DOORS WITH
CLEAR, LOW-E INSULATED GLAZING UNITS.

ALUMINUM STOREFRONT CLERESTORY WITH CLEAR
LOW-E INSULATED GLAZING UNITS.

4" THICK REGIONAL LIMESTONE OVER STL. STUD
BACKER WALL.

COMPOSITE ALUMINUM FASCIA/COPING.

PAINTED ROLL-UP OVERHEAD DOOR.

PAINTED INSULATED H.M. DOOR & FRAME.

PREFINISHED METAL COLUMN COVER.

LINEAR WOOD PANEL SOFFIT.

COMPOSITE ALUMINUM PANEL SYSTEM.
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